@ MIRALECH

Published: June 27, 2017

ACIS-3 Lite

Datalog Retrieval Instructions




Table of Contents

1. MIRATECH ACIS-3 LITE SCR Controller Data Logger Download............ccccoooeevviviiiiiennnnnn. 3

Table of Figures

Figure 1 — System Menu Screen Highlighting Data Logging Transfer Icon.................ccccceoveee. 3
Figure 2 — Data Logging Transfer Screen Highlighting Transfer Options.................ccccvvvvvvvveenn. 3
Figure 3 — Data Manager Application in Start Menu (WIiNdOWS 7) .......ccuuviiiiieieeiniiiiiiiieeeeee e 4
Figure 4 — Data Manager ApPPlICAtiON ICON............euiiiiiiiiiiiii e 4
Figure 5 — Data Manager Application Main Page ... 5
Figure 6 — Data Manager Application Target Configuration..............ccccccvvviiiiiiiiiiinieeeeeeeeeeeeee 6
Figure 7 — Data Manager Download Media Setup ... 6
Figure 8 — Data Manager Transfer TYPe SCIreeN ........ccoooiiiiiiiiiii 7
Figure 9 — Data Manager Download Settings SCre€N...........cccovvviiiiiiiiiiiiiieeieeeeeeeeeeeeeee e 7
Figure 10 — Data Manager Download Settings Options SCreen ...........cccccvvvvveeviiieiiieeiieeeeeeeeeeee, 8
Figure 11 — Data Manager SettiNgS SCIEEN.........uuuiiii ittt e et e e e e e e e e s e aannes 8
Figure 12 — Data Manager Browse for FOIder SCre@n ........cc.uuvveiiiiiiiiiiiiiiiieeee e 9
Figure 13 — Data Manager SEetliNgS SCIEEN.........ciii i i iiieeeiie e e e e e e e e e e 9
Figure 14 — Data Manager Transfer Status Screen (IN Progress) .....cccoovveevvveeveiiiinneeeeeeeevinnneeens 10
Figure 15 — Data Manager Transfer Screen (Complete) ..., 10
Figure 16 — Example List of Alarm & LOg FileS..........oooiiiiiiiiee, 11
Figure 17 — Example Variable LOg File.........ooiiiiiiii et 11
Figure 18 — Example Alarm LOg File........ooo it 11
Figure 19 — Example List of the Combine Excel File with Alarm & Log Files .............cccccceeeens 12
Figure 20 — Example List of the Combine Excel File with Log Files Only.............cccccvvieiinnnninns 12
Figure 21 — Example of Combine's Macro BUttON.............cccoiii i 12
Figure 22 — Example of Completed CoOmMbDINE .........ccoriiiiiiii e 13

ACIS-3 Lite — Datalog Retrieval Instructions | 2



1. MIRATECH ACIS-3 LITE SCR Controller Data Logger Download

Note: the content below is an excerpt from the ACIS-3 LITE Installation, Operation, and
Maintenance Manual; see the IOM manual for additional information and instructions.

Data downloads can be performed anytime the SCR system is powered on. To begin, press the
Operator System Menu icon and then the Data Logging Transfer icon to access the Data

Logging screen.

Operator: System Menu

& @ &

¥ Monitor Manual Trend Charts
Control

® @ ® 6 6

Alarms Schedule Data Logging Project
Transfer to | Information

File

Alarms
History by Group Maintenance

® & Q

Main Menu Operator Setpoints Overview
Menu

Figure 1 — System Menu Screen Highlighting Data Logging Transfer Icon

Data is stored in a buffer for approximately 20 minutes before being saved to the log file. To
ensure that your data download includes this buffered data, on the Data Logging screen, press
the Force transfer of data logging to files icon and then the Save alarm and event logs to file

icon. The system has now saved the buffered data to the log files.

Data Logging

Force transfer of Save alarm and
data logging to files event logs to file

@ @ §Q

Previous Main Menu Overview

Figure 2 — Data Logging Transfer Screen Highlighting Transfer Options
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Retrieving Files from Target Machines

A. If this is your first time downloading data logs, visit the following website:

http://public.miratechcorp.com/Software/ACIS-3 Lite Log Viewer/

Download the file ACIS-3 Lite Log Viewer.zip. Extract the contents to reveal the files
Data-Manager.exe, CombineV4.0.xIsm, and a copy of these instructions.

Install Vijeo—Designer Data Manager on your computer. Save the CombineV4.0 Excel
Macro to a safe location for later use.

B. Set your network connection to a static IP in the same range as the controller. The
standard controller uses an HMI IP address of 192.168.20.71; if you have a standard
controller, we recommend setting your computer’s IP address to 192.168.20.5.

If your SCR controller has a custom IP address, it is typically listed on the corner of the
controller cabinet door. In this case, check with your network administrator to ensure you
use a static IP address that is not assigned elsewhere on the network.

C. Connect an Ethernet cable from your computer to the network switch located inside the
SCR Controller’s panel.

D. To start the Data Manager in Windows 7:
1. Start > Programs > Schneider Electric > Vijeo—Designer > Tools > Data Manager
2. Click Vijeo—Designer Data Manager.

Vijeo Designer Diata Banager
= B vy q ges |
EE——
e
L=

Figure 3 — Data Manager Application in Start Menu (Windows 7)

Or, click on the Vijeo Designer Data Manager icon on your Desktop to open the program

Figure 4 — Data Manager Application Icon
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E. On the main page, use the Media drop—down list to select New Target Connection and
then click Create. (Note that this step needs to be done the first time data is downloaded
to a computer. For subsequent downloads the Media drop—down list will show the name
of the target that was first configured; if this is not the first time data is downloaded, you
can click next to skip the Configure Page).

| 3| Vijeo Designer Data Manage

Media | Mew Target Cornection ']

Create... Delete

Figure 5 — Data Manager Application Main Page

On the Configure a Target page fill in the following sections and then click on the Modify
button (this step is only required the first time that data are downloaded):

Name: Choose a nhame for the target. The name must not have any spaces. In the
example the name is SCRDatalLogging.

Connection: Ethernet

Target Address: For a standard controller, the address of the HMI is 192.168.20.71

User Name: Operator
Password: 2015

Confirm Password: 2015

Save Password: Yes (checked)

Data Location: Choose Optional Drive from the drop—down list.
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Configure a Target
m Create a remote target profile to quickly access a remote target.
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) USE
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Data Location [Dptinnal Drive "]
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Figure 6 — Data Manager Application Target Configuration

F. Click close on Configure a Target. On the main page click the Next button.

T3] Vijeo Designer Data Manag
e —

Select the medium you want to work with.

Media | SCRDstaLogging

™

Exxit

I

Help

Figure 7 — Data Manager Download Media Setup
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G. On the Select an Operation screen, select the Retrieve Files option then click on the
Next button.

Select the operation you would like to run.

Y

) @ Retrigve files
W

() Send fles

Back ] [ Mext ] [ Exit ] [ Help ]

Figure 8 — Data Manager Transfer Type Screen
H. Choose the following options from the screen shown in Figure 9 below:

e Alarms
e Data Logging

F 5
E Vijeo Designer Data Manager L -E — ﬁj
Select the types of file to retrieve.
[ Recipes 4"6;‘ [ Recorded Video 2 7_‘
3 . iy
—— X-
ﬁ [] Alarms e [ Capturzd Images 22 (9® 7] Editor Project
D Ve Gy
N2
Data Logging
> [ Merge Diata Logging into single file
[ Use date range From  2/27/2015
To 272015
[ Selected Variables
Output Folder  C:A\UsersheotindDesktophDowrloadedD ata D
tain Page ] [ Back ] l Rietieve ] [ Exit ] [ Help ]

Figure 9 — Data Manager Download Settings Screen

Click on the Options button and make sure that all the options on the Data Manager Option
screen are the same as Figure 10 below and click the OK button.
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Format Type

mmddd/yy -

[ Create Multiple C5% Files  [For
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Captured Images
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Keep ratiieved Recip filss [RCP) after conversion

[ ok

] [ Cancel l [ Help

]

Figure 10 — Data Manager Download Settings Options Screen

The program will return to the previous screen. The Output Folder section indicates the location
of the folder the program will use to save the downloaded data. Clicking on the ... button shown
in Figure 11 below allows the user to browse to a specific location to set as the Output Folder.

F
E Vijeo Designer Data Manager

wa )

=

Select the types of file to retrieve.

ﬂ Alarms
wy
N

Data Logging

>

[] Use date range

[ Selected Yariables

[ Recipes K‘é [T Recorded Video
3

“H'D Captured Images % °®3° [ Editer Project

[ Merge Data Logging into single file
Flom  8/27/2015

To 8/27/2015

Output Falder  C\UsersheotiniDesktophDownloadedD ata

Main Page ] [ Back ]

[ Retrieve ] [ Exit ] [

Help ]

Figure 11 — Data Manager Settings Screen

In the example shown in Figure 12 below the DownloadedData folder was created in the Desktop
to locate all logged data from the HMI. Once the OK button is clicked the software returns to the

previous screen.
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Vijeo Designer Data Manager = G|

Select the -
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Ml Desktop -
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3 > M Computer

@ > € Network
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EHfiles
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Figure 12 — Data Manager Browse for Folder Screen

Once all options have been selected as specified by the above steps, click on the Retrieve
button to begin downloading the data.

F 4

E Vijeo Designer Data Manager (¥ \_b — ih,l
Select the types of file to retrieve.

[ Recipes n‘é [T Recorded Video pl | ;_‘ E

) : \.'&".E (s
— X-
@ Alarms ’;‘ [ Captwred Images £ "3 7] Editor Project
<4
Data Logging

@ [ Merge Data Logging into single file

[Use daterange  From  8/27/2015
Ta  B/27/2015
[ Selected Yariables

DOutput Folder  C:\Users\cotin\DesktophD ovinloadedD ata E]

Main Page ] [ Back ] [ Retrieve ] [ Exit ] [ Help ]

Figure 13 — Data Manager Settings Screen
I. The data transfer status screen shows the data that is downloading. Note that the Close

button is not highlighted and the Transferring message is shown under Data Transfer
Status.

ACIS-3 Lite — Datalog Retrieval Instructions | 9



Vijeo Designer Data Manager = £
Select the types of file to retrieve.
[Elo, A&. [l D amnedad il ( )
Vijeo Designer Data Manager ‘

Data transfer status

Trarsfetting
Source file Destination file Operation Status *
fLoa/SCA1.GYLACTUAL_DP/D... CAUsershcotin\Desktopi\Data do..  Retrieval Success [
C:AUsershcotiniDesktop\Data do..  C:\Usersteotin\DesktoptData do..  Conversion Success
MLog/SCR1GVLACTUAL_EGT_.. CAUsersicotin\DesktophData do.. Retrieval Success
CiUsershcotin'DesktopiData do...  CAUsersheotindDesktophData do..  Conversion Success
ALog/SCR1GVLACTUAL_EGT .. CAUsershcotin\DesktopAData do..  Retrieval Success
T — S
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Figure 14 — Data Manager Transfer Status Screen (In Progress)

J. Once the Close button is highlighted and the Finished Processing Files message shows
below the Data Transfer Status then this screen and the Vijeo Designer Data Manager
program can be closed.

Vijec Designer Data Manager = e

Select the types of file to retrieve.

vor , - ¥
[CRecipes 338 [ Recoded Video B Xk
Vijeo Designer Data Manager £
Data transfer status
Finished processing fles.
Source fle Destination file Operation Staws ~
/Log/SCR1.GYLACTUAL DP/D. C:AUsershcotinDesktophDownlo. Retrieval Success &
CUsershootiniDeskioptDawnlaa.. CAlsersheotinDesktophDownlo..  Conversian Susoess
/Log/SCR1.GVLACTUAL EGT_. C:AUsershcotinDesktophDownlo. Retrieval Success
CUsershootiniDeskioptDawnlaa.. CAlsersheotinDesktoptDownlo..  Conversian Susoess
Log/SCR1.GVLACTUAL EGT_.. CAlsersheotiniDesktop’Downlo..  Retieval Suseess _
- e T —— =
l ManFage | [ Back | [ Fetieve | [ Eut | [ Hep | ‘

Figure 15 — Data Manager Transfer Screen (Complete)

K. To retrieve the data, locate and open the folder which was selected in the previous steps
as the download location for saving the data.

L. All Alarms and Logs files for SCR controller are in this folder. There is one log .CSV file
per variable. The following figures illustrate the contents of a few of these files.
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||%] AlarmALARMGROUPLIAHDS2715000001.C...  8/27/2015 1:29 PM Micresoft Excel C... 1KE

L] AlarmEVENTGROUPLAHO082715000002.C5V  8/27/2015 1:29 P Microsoft Excel C... 1KB
L) AlarmSYSTEMEVENTGROUPAHO08271500..,  8/27/20151:29 PM Microsoft Excel C... 1KB
EL) LogSCRL.GYLACTUAL_DPD1508270.csv 8/27/20151:29 PM Microsoft Bxcel C.., 149 KB
EL) LogSCRL.GYLACTUAL EGT_DOWNSTRE..  8/27/20151:20 PM Micresoft Excel C... 159 KB
EL] LogSCR1.GVLACTUAL_EGT_UPSTREAM...  8/27/20151:29 PM Microsoft Excel C... 159 KB
L) L ogSCR.GYLACTUAL_ENGINE_LOAD_P...  8/27/20151:29 PM Microsoft Excel C... 154 KB
EL) LogSCRL.GYL.DOSINGYALVE_FINALD150..,  8/27/20151:29 PM Microsoft Bxcel C.., 154 KB
L] LogSCRL.GVL_FLOWMETER.GALLONSXH...  8/27/2015 1:29 P Microsoft Excel C... 149 KE
L) L ogSCRL.GYL_FLOWMETER.LITERSXHOU...  8/27/20151:29 PM Microsoft Excel C... 149 KB

Figure 16 — Example List of Alarm & Log Files

TREAMD150 .vl't'
Home Insert Page Layout Formulas Data Review View Acrobat
s
& cut Calibri == %] 22 = Wrap Text General - % Normal
P_ - 23 copy - = e [ e —— p
aste . B 7 U~ = Merge & Center = | $ ~ % * | %0 3 onditional Format | Goo
= - Format Painter = 9 ° L Formatting  as Table *
Clipboard [F} Font [F} Alignment (] Mumber (] Styles
Al - I’ | Timestamp,Data,Quality
A B c D E F G H | J K L M N o]

Timestamip,Data,Quality

08/27/15 10:40:52,854.935181,1
08,2715 10:40:56,854.921631,1
08//27/15 10:41:01,855.044922,1
08,2715 10:41:04,854.811462,1
08,2715 10:41:08,854.865234,1
08,2715 10:41:12,854.921326,1
08,/27/15 10:41:16,854.796509,1
9 |08/27/15 10:41:20,854.869202,1
10 |08/27/15 10:41:24,854.829468,1
11 |08/27/15 10:41:28,854.821167,1

0~ @ (LB W e

Figure 17 — Example Variable Log File

(]| g A GRO ¥ perooTt B
Home Insert Page Layout Formulas Data Review View Acrobat
[ _ j— piv
AT em woac meEe Gwew e o B e w0 O= 5[z
pacre 2 0P - & Fin-

Paste - g - A = - - 5 4@ ;08 Conditional Format = Good Neutral _ Insert Delete Format
S Fromatpainter B4 U7 S-A- B EMergeaiCenter - § v %+ TR e ThLs chifiso i = - T @ aear~
Clipboard [} Fant £} Alignment £} Humber o Styles Cells
Al - £ | Date

A B = D E F G H [} ] K L M N o P
1 |Date .ACtIVE Tim Message ACK Time RTN Time

2 15/08/24  13:58:41 SCR1- Controller Cabinet Lost Power e 8:46:44
3 |15/08/26 14:26:06 SCR1- High Differential Pressure Alarm 14:41:53
4 15/08/26  14:28:23 SCR1- EGT Upstream High Temperature Alarm Shutdown 14:41:53
5 |15/08/26  14:50:56 SCR1- PLC Low Battery 14:53:10
6 15/08/26 14:53:22 SCR1- Controller Cabinet Lost Power 14:54:39
7 15/08/26 14:53:27 SCR1- PLC Low Battery 15:07:22
8 |15/08/26  15:23:37 SCR1- EGT Upstream High Temperature Alarm Shutdown 16:19:33
9 |15/08/26  16:17:38 SCR1- EGT Downstream High Temperature PreAlarm 16:19:39

an

Figure 18 — Example Alarm Log File
M. The Combine Excel file (with Macros) can be used to combine all of the variables that

are stored individually in log files into the same spreadsheet. The Combine Excel file
must be located in the same folder as the log files.
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(E] AlarmALARMGROUPL AHO82715000001.C5V

8/27/2015 10:49 AM

Microsoft Excel C...

1KB

(E] AlarmEVENTGROUPTAHDB2715000002.C5V 8/27/201510:49 AM  Microsoft Excel C... 1KBE
(EL] AlarmSYSTEMEVENTGROUPAH022715000003,C5V 8/27/201510:49 AM  Microsoft Excel C... 1 KB
%'] Combineyd.0.xlsm 510/20151:12 AM  Microsoft Excel M... 56 KB
125 LogSCRLLGVLACTUAL_DPDIS06270 csv &/20/ 2015 10:48 AM Microsoft Excel C... 8 KB
E] LogSCRL.GVLACTUAL EGT_DOWMSTREAMDL508270.csv 8/27/201510:49 AM  Microsoft Excel C... 9 KB
E] LogSCRL.GVLACTUAL EGT_UPSTREAMDL508270.csv 8/27/201510:49 AM  Microsoft Excel C... 9 KB
E] LogSCRL.GVLACTUAL_ENGINE_LOAD_PERCEMTD1508270.csv 8/27/201510:49 AM  Microsoft Excel C... 8 KB
EL] LogSCRL.GVL.DOSINGVALVE_FINALD1508270.csv 8/27/201510:49 AM  Microsoft Excel C... 8 KB
EL] LogSCRL.GVL_FLOWMETER.GALLONSXHOURFORSCREEMD1508270.c5v  £/27/2015 10:40 AM  Microsoft Excel C.., 8 KB
EL] LogSCRL.GVL_FLOWMETER.LITERSXHOURFORSCREEND1508270.csv 8/27/201510:49 AM  Microsoft Excel C... 8 KB

Figure 19 — Example List of the Combine Excel File with Alarm & Log Files

Combine’s macro requires removing the Alarm log file to another location,
keeping the Combine Excel file with the Variable log files. See the differences
between the picture above and the picture below. Also ensure that any variable
log files that are 1KB (empty) are deleted.

@ﬂ CombineVd.0.xlsm 5/10/20151:12 AM Microsoft Excel M... 56 KB
(L] LogSCRL.GVLACTUAL_DPD1508270.csv 8/27/201510:49 AM  Microsoft Excel C... 8 KB
L] LogSCRL.GVLACTUAL_EGT_DOWNSTREAMD1508270.csv 8/27/201510:49 AM  Microsoft Excel C... 9KB
(EL] LogSCRL.GVLACTUAL_EGT_UPSTREAMD1508270.csv 8/27/201510:49 AM  Microsoft Excel C... 9KB
(EL] LogSCRL.GVLACTUAL_ENGIME_LOAD_PERCENTD1508270.csv 8/27/201510:49 AM  Microsoft Excel C... 8 KB
L] LogSCRL.GYL.DOSINGYALVE_FINALD1508270.csv 8/27/201510:49 AM  Microsoft Excel C... 8 KB
(L] LogSCRL.GVL_FLOWMETER.GALLONSXHOURFORSCREEND1508270.csv  8/27/201510:43 AM  Microsoft Excel C... 8 KB

8/27/201510:49 AM  Microsoft Excel C... 8 KB

| @ LogSCRL.GVL_FLOWMETER.LITERSXHOURFORSCREEMD1508270. c5v

Figure 20 — Example List of the Combine Excel File with Log Files Only

N. Open the Combine Excel File and click the Combine button.

ARG g S g e
Home Insert Page Layout Formulas Data Review View
o
= Cut L o = =
B & Cu Calibri S AT = o B
|; N Ea copy ~ B o
aste v | e - - = iEsE [
- < Format Painter U e — = IEIE
Clipboard E} Font E} Alignment
vz - |
A B C D E F G H

-

Combine

Figure 21 — Example of Combine's Macro Button

D~ @B W N
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O. A new spreadsheet is created containing the combined data from the individual variable
log files. A small Done! window is generated at completion and can be closed.

5044922
4811467
4865334
4.921326
4756505
4859200
45958
SE16T
4845886
5481958
4857056
a.830811
4483607
4909119
auEn127
487099
4483647
4, 45u832
4.Ba3262
4.9340998
4.952881
4.876343
4.955811
4.876038
4.911865

95.933136
45.855333
45593684
45.90215%
95.593509
45.716204

9579306
a5, 861458
95, B862E9
95, 936081
95,939011
5,968
5, 993256
o5, 974213
5972937
05, 967608
599178
96,015945
6.024689
95998367
96.018135
96.024713
96.024803
96043732
96.041557

95.933136
95.895332
95893677
95.900306
95894333
95. 716534
95792328
95 BH0EST
95 BHEREY

sesesoe

e e

ooooooooo

959
5.4
954 |
3.0 |
si.of (
ss.9] (
5.0 |
9398

UserFerml

Done!

Save Shm-as s

==

96025421
95998367
96.018135
96.023262
96.024811
96.042992

96.04229

soecaooa

coooooa

Figure 22 — Example of Completed Combine
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